
 

Item  Lamp flush 
times in 2 sec 

   Action 

1 1 Indoor defrost 

2 2 Room temp.sensor abnormal 

3 3 Water pipe temp.sensor abnormal 

4 4 Heat system protect 
(Over load or defrost) 

5 5 Environment temp. abnormal 

6 7 Pump abnormal 

 

PS: CWHW indicator lamp function same as CWCS 

     (Except “Item 6”�CWHW without Pump) 

     


